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DISCHARGE MONITORING REPORT (DMR)

Form Approved

OMB No. 2040-0004

DISCHARGE NUMBER

MONITORING PERIOD

Minor (SUER SW) F-Final

Sllurry Discharge Effluent

Sedimentation Plant

(non-wastewater)

MoFrom YearYear Mo
To

Day Day

2014

	

1

	

1 2014

	

1
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WA-0026662

PERMIT NUMBER

*001 APERMITTEE NAMEJADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Let: 48°10'10"N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NOEX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

....*. .**.** RR*..* 6.6 13.4
q e

	

C
0 Daily Grab

Permit Requirement ****** ***** *'*•* Report Report
g.

*""* 51Week Grab

Water Temperature
Influent 00010 7 0 0

Sample
Measurement

****,* ****. 7.1 13.9
D

	

C
0 Daily Grab

Permit Requirement ****** *««*" Report Report
eg.

****'" 51Week Grab

Flow Rate
Effluent 00056 1 0 0

Sample
Measurement

7.9 14.9

CFS

**•*** *RR., 0 Continous Recording

Permit Requirement Report Report «'•**' ***RR *RR. Continous Recording

Flow Rate
Influent 00056 7 0 0

Sample
Measurement

32.2 38.9

CFS

*RR. * RR ., 0 Continous Recording

Continous RecordingPermit Requirement Report
R

Report ...... RR.*

Turbidity
Influent 00070 7 0 0

Sample
Measurement

* .*« «« 	 * *RR., 987.6 3218.0 0 Continous Recording
NTU

.,..* Continous RecordingPermit Requirement
*^**** *

...... Report Report

Total Suspended Solids
Daily Average Influent Turbidity > 50 NTU

Influent 00150 P 0 0
See Comments Below

Sample
Measurement

216,340 916,336
L b1Day

***R.. 1228.7 5053.0
lL

0 Daily 24-Hr
Composite

Permit Requirement Report See 1.13.3 & f.13.4
......

Report Report
mg *A«**.

Daily
24-Hr

Composite

Dissolved Oxygen
Influent 00300 7 0 0

Sample
Measurement

***... ....* *.«««« 15.3 17.1 0 Daily Grab

Permit Requirement *«.«* *.*.*
Report Report

mg1L
*RR,. 11Month Grab

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER I ccmf, order pcnaloc of lax font this document
di la ti on or supen l s i na i n accor d ance x ;lh a =as t ern

properly gmher and evaluate the information submitted.
p ersons who numa g c the s y slcrn , or Those p ersons

attenuation, Mc information vuhmilled is to the best
and complelc. f am aware tot there are significant

mdnding Old possibility of Oro and impdsobmcm

and all auachocnls sob, prcpnrca nndcr my TELEPHONE DATE

Tom Hubbard
& s tood m moire M a i qua lif ie d pcrsmirm l

Based on lot inquin of the person or
directl y res p oubblc for gatherin g the

of one knowledge and hclicl. lnac, accnolc,
penalties for submitting false infoxmauon.

for kmming viobdio s

503 582-9655 2014 1 9

s OFFICER OR
Area Code Number Year Mo Day

SIGNATURE OF PRINCIPAL EX th1T1VETYPED OR PRINTED
AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

'EPA Form 020-1 )Rev.011lS) Previous editions may he used.
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Sedimentation Plant
(non-wastewater)

WA-0026662 `001 A

PERMIT NUMBER DISCHARGE NUMBER

2014

	

1

	

1 2014

	

1

	

31

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

	

Form Approved

DISCHARGE MONITORING REPORT (DMR) OMB No. 2040.0004

MONITORING PERIOD

From Year Year
To

Mo Day Day

PERMITTEE NAME/ADDRESS

NAME:

	

US Department of Interior Bureau of Reclamation
ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"NJLong:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. EX FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOD, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

****** ****„
"'""" 1.0 1.0

m glL
0 11 Month Comp

Permit Requirement «*"*" ••*•"• Report Report * *" • 1! Month
24• Hr

Composite

PH
Effluent 00400 1 0 0

Sample
Measurement

..,.< ...... 7.6 8.0
SU

0 Daily Grab

Permit Requirement * ""' ""'*" •••*•* 6.5 - 85 8.5 "** *" 5ANeek Grab

PH
Influent 00400 7 0 0

Sample
Measurement

**,,** ...A. AAA 7.6 7.9
SU

0 Daily Grab

Permit Requirement ****"* **"""" *"**' 6.5 . 8.5 8.6 *"* *" Meek Grab

Total Alkalinity (As CAC03)
Effluent 00410 1 0 0

Sample
Measurement

".... scoeve AAA 44.8 55.0
mg1L as
CaCo5

0 Daily Comp

**^**
1/Month 24-Hr CompPermit Requirement

*^..^ ""*

	

* ^
Report Report

Total Solids Suspended
Effluent 00530 0 0 0

Daily Average Influent Turbidity > 50 NTU
See Comments Below

Sample
Measurement

323,134 1,768,843

Lb/Day

7,132.3 27,402.0
mglL

0 Daily 24-Hr Comp

Permit Requirement 1,302,459 13,372,566 Report Report Daily
24- Hr

Composite
Total Suspended Solids

Effluent 00530 P 0 0 -,
Daily Average Influent Turbidity < S0 NTU

See Comments Below

Sample
Measurement

5 5
#lCFS
River

-AAA. 107.00 107-00
m g1L

8
See attached data

epos Comp

Permit Requirement Report 22 •'*••• Report Report ****** Daily
24- Hr

Composite
NAMElTITLE PRINCIPAL EXECUTIVE OFFICER I certify under peaatn of Ina amt uus docam0nt and ah auarl,,,«nts acre prepared voder rip

direct i on or supen i s i on i n accordance ' ,tan a s?stem des i gned to assure t h at qua lified personne l
prupcrly g dhcr and av:,luatc the infarraatio„ submitted Based an my inquiry of the person or

persons who manage the sad.)., or those persons aurally revealable for gad,cung the

information. the information submitted is. to the best of ray hoonledge and holler Init. accurate.
rind o.up lcle . I car auam that there are si gnilicam p enalties for submittin g false information.

including 1110 possih,hty 01 ' 1111C and iarpris°marat for rnn„inf ,i:,t:3uon_s

/

TELEPHONE DATE
Tom Hubbard 503 582-9655 2014 1 9

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
AREA Code NUMBER Year Mo Day

AUTHORIZED AGENTTYPED OR PRINTED

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

Total Suspended Solids Effluent 00530 P 0 0 Daly Average Influent Turbidity * 50 NM Decreasing river flows and drop in turbidity re-suited in pounds per over CPS more than allowed Operations staff do not have the ability to control the river flows or the amount of TSS discharged

when the river turbidity fluctuates from above 50 NTU to below 50 NTU.

EPA Form 3320-1 (Rev.01106) Previous editions may he used.
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°1O'1 O" N./Long:123°33'7' W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS
.

Total Suspended Solids
Influent 00530 7 0 0

D a il y A verage I n fl uent T ur bidi ty < 50 NTU
See Comments Below

Sample
Measurement

7.3 7.3 Lb/CFS
River

AAA. 24.40 24.40
mg&L

0 Day of Discharge Comp

Permit Requirement Report Report AAA, Report Report Daily
24-Hr

Composite

Settleable Solids
Effluent 005451 0 0

Sample
Measurement

«...« AAA, .«.«.« 8.0 8.0 0 I /Month Comp

Permit Requirement AAA.
%*

*"* Report Report
mI1L

«...* 1/Month
24-Hr

Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

«.« ..x 1 1

I1L

0 1/Month Comp

Permit Requirement AAA AAA AAA. Report Report
m

AAA 1/Month
24-Hr

Composite

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement

23.8 738.1

lb/Day

*AAA 30 30
mglL

0 I/Month Comp

Permit Requirement Report Report AAA Report Report ****** 1/Month
24-Hr

Composite

Aluminum, Total (As AL)
Influent 01105 7 0 0

Sample
Measurement

23.0 712.8
lb/Day

*AAA 4.5 4.5
me

0 1/Month Comp

Permit Requirement Report Report *'**** Report Report
_

****** 1/Month
24-Hr

Composite

Fecal Cpliform
Effluent 31625 1 0 0

Sample
Measurement

AAA, *AA. *AA. 4 6 0 10! Month Grab

Permit Requirement AAA *AA* **AA Report Report #N 00 ML ****** 10fMnnth Grab

Fecal Conform
Influent 31625 7 0 0

Sample
Measurement

AAA AAA AAA, 1.5 2 0 101 Month Grab

Permit Requirement ****" AAA( ***}
Report Report 41100 ML

******
IS/Month Grab

NAM EITITLE PRINCIPAL EXECUTIVE OFFICER I certify under penalty of for that this document :md.dl :Jbtchmcnts were prepared under my
direction or supen isien in accordance with a system designed to assure that qualified personnel
properly gather and cy:flaate the informal!. submitted. Based on my inquiry of the person or

persons who manage the st stem . or More persons ree,ily responsible for gathering the
information, the information submitted is_ to the best of Illy knowledge and belief, tree, aenmtte '

and complete. I am aunm Was lbcrc arc significant penalties for subntitting false information,
including the possibility of lino and imprisonn;cm far knowing violations.

TELEPHONE DATE

Tom Hubbard 503 582-9655 2014 1 9

SIGNATURE OF PRINCIPAL EXECU IVE OFFICER OR AREA Code NUMBER Year Mo DayTYPED OR PRINTED
AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg.From River Turbudity <50

I EPA Form 3320-1 lRev.011061 Previous editions may he used.
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1NA-0026662 '001 A

PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD

From Year Mo Day

	

To

	

Year Mo Day
2014

	

1

	

1

	

2014	 1	 31

Sedimentation Plant
(non-wastewater)



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM {NPDES)

DISCHARGE MONITORING REPORT (DMR}

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 4&10'10"N.ILong:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS
.

Total Dissolved Solids
Effluent 70295100

Sample
Measurement

sbsbes aaraa* * 39.0 39.0
mglL

0 4./Month Comp

Permit Requirement "'" '* *"'*** "**'* Report Report •"'•" 1/Month
24-Hr

Composite

Total Dissolved Solids
Influent 70295 7 0 0

Sample
Measurement

.* * ****** ssssas 22.0 22.0
mg/L

0 4./Month Comp

Permit Requirement *•**** ****** •••*•• Report Report
.

*`""* 11Month
24-Hr

Composite

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER
I codify ender penalty

direction or sepervisiuu
proper ly gat h er

persons oho

orlon- that this domolent and all attachments here prepared
in accordance ailh a system designed to assure that qualified

an d eva l uate t h e i n f oxnrn i ot su b m i tte d , B ase d on ire i tr(n b r o

under 111 l
personnel

f [ he pers. or
Irte

TELEPHONE DATE

Tom Hubbard 503 582 .9655 2014 1 9rootage the concur_or'hose persons directly responsible for gnehering
i n f orma T rou t h e f t b rinn li en sn b rn i llc d i s, to t h e b est o f m} k nas l e d ge an d b e li e f. true. accurate.

SIGNATURE OF PRINCIPAL EXEC UTIVE OFFICER OR
AREA Code NUMBER Year Mo tidy

and complete. Izmaware 'hat thercamsigtihcmnpenalties forsubmiuingfalse Information .
TYPED OR PRINTED

niclnding the passibility of tout and imprisonusw for knob ing

	

loin-dens AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

EPA Farm 3320-1 IRev.011nel Previous editions may be used.
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Form Approved

OMB No.2040-0004

WA-0026662 *001 A
PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD
Sedimentation Plant -
(non-wastewater)

To
From MoYearYear Mo DayDay

2014

	

1

	

1 2014

	

1

	

31



ELWHA NPDES REPORTING - SLURRY DISCHARGE - WA-002666-2
Jan-14

INFLUENT TURBIDITY LESS THAN 50 NTU

Day
Influent

Turbidity -13
Flow, Daily, Influent flowldaily'

atoutfall
3078

lflow/daily
at outfall

cal

River
Flow,, 1

TSS
Influent 8

TSS Influent
Mass Calc_

TSS
Effluent

5002

TSS Effluent
Mass Calc

-

TSS Influent
CFS River

talc

TSS
Effluent

CFS River
talc

3000

NTU'' MGD CFS MGD CFS CFS mg1L LbslDay mglL Lbs/Day LbslCFS Lbs/CFS
1/1/2014 29.5 18.39 28.5 2.96 4.6 516.0 24.40 3,742 107.00 2,641 7 5

DAILY MAX 29.5 18.4 28.5 3.0 4.6 516.0 24.4 3742.1 107.0 2641.4 7.3 5.1

AVERAGE 29.5 18.4 28.5 3.0 4.6 516.0 24.4 3742.1 107.0 2641.4 7.3 5.1

Note:

ELWHA_January 2014 - WA-002666-2
INFLUENT TURBIDITY ABOVE 50 NTU

Day
influent

Turbidity -13
Flow, Daily, Influent flow/daily,

at outfall
3078

flow/daily
at outfaR

cal

River
Flow, 1

TSS
Influent, 8

TSS Influent
Mass Ca lc

TSS
Effluent

5002

TSS Effluent
Mass_Calc

Mass NTE
Limit_calc3000

NlRf MGD CFS MGD CFS CFS mg& LbslDay mg1L LbslDay Ibslday
113/2014 456 19.14 29.62 2.96 4.58 943 296 47,252 2046 50,508 159,728
112/2014 73.3 18.54 28.69 2.98 4.61 669 447.5 69,194 2972 73,864 173,838
114/2014 116 19.09 29.54 2.98 4.61 655 110 17,513 916 22,766 41,900
11512014 54.9 19.23 29.76 2.98 4.61 612 75 12,028 522 12,973 26,826
1/6/2014 78.7 19.20 29.71 3 4.64 588 121 19,373 687 17,189 41,734
117/2014 94.6 19.09 29.54 2.91 4.50 679 131 20,858 1068 25,920 51,513
1!812014 682 20.51 31.73 3.05 4.72 771 199 34,035 1502 38,206 68,393
1/912014 147 19.92 30.82 2.99 4.63 875 150 24,914 1166 29,076 74,969

1110/2014 937 18.99 29.39 2.95 4.56 928 692 109,608 5280 129,904 365,412
1111/2014 4000 21.74 33.65 7.74 11.96 4770 5053 916,336 27402 1,768,843 13,372,566
1112/2014 2568 21.98 34.02 8.75 13.55 4097 2494 457,266 13024 951,513 5,717,127
1/13/2014 2228 25.17 38.95 8.59 13.29 2420 2262 474,853 9544 683,738 3,133,369
1/14/2014 1706 24.54 37.97 9.6 14.85 1850 2351 481,105 8512 681,505 2,554,693
1/15/2014 1333 24.01 37.15 6.44 13.06 1440 1496 299,552 6900 485,688 1,278,558
1/16/2014 1333 24.47 37.87 8.64 13.37 1320 1240 253,100 6662 480,048 981,679
1/17/2014 667 24.86 38.46 8.65 13.38 1310 989 205,035 5358 386,531 777,718
1/1812014 655 23.76 36.77 8.36 12.94 1210 984 194,996 5047 351,889 718,045
1/1912014 620 23.73 36.72 8.63 13.35 1110 821 162,496 4116 296,246 556,790
1/2012014 591 23.58 36.49 8.41 13.01 1010 721 141,802 4134 289,956 448,590
1/2112014 518 23.99 37.12 8.77 13.57 945 634 126,838 2643 193,314 374,291
1/2212014 483 23.96 37.08 7.94 12.29 903 537 107,311 3870 256,270 300,777
1/2312014 347 19.06 29.49 3.53 5.46 852 389 61,829 2222 65,416 191,507
112412014 297 18.65 28.86 2.94 4.55 818 439 68,290 2897 71,033 205,698
1125/2014 330 18.69 28.92 2.83 4.38 793 453 70,604 2706 63,868 205,687
1126/2014 325 18.25 28.24 2.93 4.53 769 1308 199,106 5876 143,587 578,148
1127/2014 2962 19.23 29.75 2.97 4.60 745 2860 458,634 17456 432,382 1,228,124
1128/2014 2968 18.04 27.92 2.88 4.46 768 2937 441,931 16464 395,452 1,295,253
1129/2014 3218 17.52 27.11 2.95 4.56 1230 2786 407,128 17706 435,621 1,925,492
1/30/2014 2930 18.87 29.19 2.91 4.50 1110 1896 298,305 16512 400,736 1,186,832
1/31/2014 2475 18.63 28.83 2.94 4.55 900 1988 308,900 18760 459,988 1,019,526

DAILY MAX 4,000.0 25.2 38.9 9.6 14.9 4,770.0 5,053.0 916,336.1 27,402.0 1,768,842.9 13,372,565.7
AVERAGE 1,124.5 20.9 32.3 5,2 8.1 1,236.3 1,228.7 216,339.8 7,132.3 323,134.3 1,302,459.5



VEOLIA
WATER

February 9, 2013

RECEIVED

FEB 1 3 2014

U.S. EPA REGION 10
OFFICE OF COMPLIANCE AND ENFORCEMENT

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - January, 2013 - ELWHA
WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA), for the month of January, 2013.
The report is being submitted by Veolia Water North America (VWNA) Operating
Services on behalf of the US Department of Interior, Bureau of Reclamation.

In addition to the monthly DMR for January 2014, an Annual Receiving Water
Monitoring Report is being submitted for the years 2013 and 2012.

Please contact me if you have any questions or comments regarding the enclosed report.

Sincerely,

Tom Hubbard
Project Manager

CC:

	

Tracy Gilchrist, NPS

Enclosures:

• DMR, December. 2013; EPA Form 3320-1 (4 pages)

• Table of values & mass limits for turbidity over and under 50 NTU

• 2013 & 2012 Annual Receiving Water Report.
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